


- Roger Road WWTP Sludge Line Manhole Rehabilitation with
Flow Management Bypass
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Pima County Wastewater Management
Roger Road WWTP Sludge Line Manhole Rehabilitation
Structure Rehabilitation/Quantity Report

Ltructure Station/Type: 51+00 Rodding Chamber

Bid Quantity Date
fters  Description Unit  [nstalled installed Notes/Comments
5 Adiust Manhzle EA 1 12-52p-2006
8 trspect Immadiate Pipe Interior Condition EA 3 18-Sep-20086
ioe/lns gl ot i ‘ 1 insi - “ - =
14 P\rovxw.inbka[, Protactive Coatings o all Mstals inside £a ’ 6-Mar-2007
Chamber, Manhole
15 Provide/Install New Chamber Door Covers EA 2 25-0ct-2006
18 Prﬁoﬂvio;e/}'*stall 8 Biind Flange with Tap and Nippie all ca 5 +8-Sap-2008
55318
19 | Provigse/nstal 2" Apolio Ball Vaive §8348 EA 2 18-Sep-200€
20 Provide/Instali 8" Pra‘t Ball Valve EA 1 6-Mar-2007
22 Provide/install 8" Dresser Coupling EA 1 8-Mar-2007
o4 Provide 'Lns?ail .Dre:asﬁ Concrete P;Fe Supports with EA y 15-Mar-2007
Curved Saddie, Submit Shop Drawings
5 Prov‘dve/mstai[ New Bzses ;‘or»Existmg E'Strt_m?uras, EA 5 14-58p-2006
Including Frassure Test 10 psig Excluding Lid
28 Provice/neta! Tratfic Bollards EA 8 2-Nov-2003
'

Pipe Inspaction Repo-t:

Interor condition of existing pine is observed as follows: Both Rodding Chambers at Station 51+00 had sinviar inferior pipe conditions.

ere was some sludae buildup on the pipe interior. The sludge builcup on the immediate interior of the pipe was chicped away, The

—
5
4

existing flanae ‘ace had minor corrasion and mingr rust hulidun,  The pipe interior at Station 51+00 was cemantlined & replaced with

a cement linad Spoal

Phetograph(s) Atached:

Inspection Date: Margh 6, 2007

Report Prepared By: Brian Sivek
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Pima County Wastewater Management
Roger Road WWTP Sludge Line Manhole Rehabilitation
Structure Rehabilitation/Quantity Report

Struciure Station/Type: 60+41 Combination Valve Manhole

Bid Quantity Dale
itam  Description Unit  Irsalied Installed Notes/Comments
3 Purmp Out Manhole, Cischarge at Plam Headworks EA 1 12-0ct-2008
5 Adjust, Fasten, and Repair Manhole Frame & Collar | EA 1 5-Sep-2006
8 nspect immediate Pipe interior Condition EA 1 14-Nov-2008
Providedinsiall New Replacement Tee in Chamber, . .
10 o o EA 1 14-Nov-2005
Manhole, Either 8X8X8 ar 8X8X4 as specifiad ; v
12 Res{iore interior Concrete Chamoer, Manhole EA 1 21.Dec-2007
Suriaces
19 Provide/install .—Jrole:trv_e Coatings to Chamber, Ed . 28-Dec-2008
Marhole Concrate Interiors
Provide/lnsiall Protective Ceatings to alt Metals inside N -
< - A 1 23-Feb-2007
14 Chamber, Manhole EA [ o
ressure Test Chamber, Manhole to 10 psic for Laak g
15 P e : ure t_(‘h mber, Mar 1ole to 10 osig for Leak EA ’ 34 tan.2007
Containment, Excluding Lid
17 F:rc\:\c‘i\e/]ﬂg{all 4" Blind Flange with Tap and Nippie &ll EA 1 ! 14-Nov-2995
58315
19 P-ovide/lnstall 2" Apollo Bail Vaive S8316 EA 1 14-Nov-2306
z22 Provide/install 8" Dresser Coupling EA 1 14-Nov-2006
23 { Provide/install Vent-O-Mat Air Release Valve 35304 | EA 1 14-Nov-2008
o vaidex’!yszall F‘recast. Co'ﬁ:rete P’pe Supports with £ X 5 Dec 2006
Curved Saddle, Submit Shop Drawings
. rrovide/install Manhole Collars and Markers per P o cmmonae
O w212, w224 EA ‘ 19-8ep-2006
I

| Pipe Inspection Report:

Fhotograph(s) Attached: .

Inspection Dale; Novermber 14, 2006

Report Prepared By: Brizn Styck e e
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Pima County Wastewater Management
Roger Road WWTP Sludge Line Manhole Rehabilitation
Structure Rehabilitation/Quantity Report

_wdcture Station/Type: 64+00 Clean Out Chamber

Bid Quantity Date
ftem  Cescription Unit  Irstalled Irstailed Notes/Comments
5} Adjust, Fasten, and Repalr Manhole Frame & Collar | EA 1 13-5ep-2006
8 Inspect immediate Pipe Interior Condition EA 1 18-Jan-2007
Provide/Install Protective Coatings to &ll Meals - " P
4 rs’'de Chamber, Manhole EA ! 23-Feb-2007
20 Provica/nstal 8" Prat Ball Vaive EA 1 18-Jan-2007
22 Provide/install 8" Dresser Coupling EA 2 18-Jan-2007] ,
Provide/install Precast Concrete Pipe Support with B g
2 . : r / 2 1-Mar-2007
24 | curved Saddle, Submit Shop Drawings EA -Mar-20¢
vige/Install Naw 1" Qutlet Saddle Ta; c2 -
5 Prc‘z\/‘l e/Install New 1" Outlet Saddle Tap to Replac ca . 1 8-Jan-200
Existing

. -2 lnspection Report:

interior conaiticn of existing pipe is observed as follows: The pipe interior at station 84+00 had ne sludee builduz or corrosion. The pipe

interior was cement lined and replaced with a cement lined spool.

Photograph(s) Attached:

Report Prepared By: Brian Styck Inspection Date: January 18, 2007
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Pima County Wastewater Management

Roger Road WWTP Sludge Line Manhoele Rehabilitation
Structure Rehabilitation/Quantity Report

Structure Statior/Type: 77+35 Combiration Valve Manhole

Bid Quantty Date
Itern Descrintion Unit  Installed Installed Notes/Comments
3 ~ump Cut Manho!z, Discharge st Plant Headworks EA 1 12-0ct-2008
5 l Adjust, Fasten. and Repair Manhole Frame & Collar | EA 1 12-Sep-20064
8 Inspect Immediate Pipe Interior Condition FA 1 15-Nov-2006 |
irovide/Ingtall New Replacement Tee in Chamber - 3
10 = ' " 5 Nov-2006
’ IManholg, Either EX8X8 or 8X8X4 as specified EA ! 15-Nov-20
¥ i o i Mar 1=y
12 gs;;ogsslnterlor Concrete Chamber, Manhale EA ’ 15-Fab-2007
131 Providefinstall Proective Coatings io Chamber, ca 1 28.[ec-2007
Y Mannhole Concrate Interiors - - e
Provida/Instail Frotactive Coatings to all Metals Inside e e
) - --en- I
" Chamber, Manhola EA 1 15-Feb-20C
15 Fj"es‘s*txre T est},ham_ber, Mamo“z to 10 psig for Leak EA ’ 34-0an-2007
Containment, =xcluding Lid
g 1 1oAY B o 4 ¥ iy
17 ;ﬂ‘rﬁoﬂ/jdnellnstaxl 4" Blind Fiange with Tap and Nipple all EA ‘ 15-Nov-2006
55318
19 Providellnstall 2" Apolio Ball Valve $5316 EA 1 15-Nov-2006
22 Providge/instalt 8" Dresser Coupling EA 2 15-Nowv-2006
Provide/Install Air Release Valve S8304 EA 1 15-Nov-2005
T Frovidedinstall Precast Conerets Pine Supports with - ~am
24 : & -Dec-200¢
Curved Saddie, Submit Shop Drawings A ! &-Dec-2006 -
o Provide/Install Manhole Collars and Markers per = . -
B - -Jan-2007
B w21z Winid-224 =A ! S-Jan-20
28 Provide/install Traffic Bollards EA 4 5-Jan-2007

Pipa Inspection Report:

Intesior candition of existing pipe is observad as follows: The pine inlerior at station 77+35 had ne sludge buildup or corresion. The pine

_ existing flange couid not be salvaged and reeded io be cut off.

See attachad photographs for interior pipe conditions,

Photograph(s) Attached:

Report Przoa

red By: Brian Styck

Inspecion Date: Novernber 15, 20068
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Pima County Wastewater Management

Roger Road WWTP Sludge Line Manhole Rehabilitation

Structure Rehabilitation/Quantity Report

QL,sre Station/Type: 77+50 Clean Qut Chamber

Bid Quantity Date
ltem  Deascription Unit  Instelied Insialled Notes/Comments
4 Clean Dit and Mud Out of Chamber, Manhole EA 1 B-5ep-2008
5 Adjust, Fasten, 2nd Repair Manhcle Frame & Collar | EA 1 31-Aug-2006
3 mspact Immediate Pipe Interior Condition EA 1 4-Jan-2007
Provide/Install New Replacemant Piping in Chamber, | .
9 FProvide/Install New fgp‘ac mé nt P‘x‘ ing in Cnamber, EA 1 6-0a0-2007
Manhole to Closest Joint Outside Manhole
Restore interior Corcrete Chamber, Manhoie " - iy
1 | Restorsinter Chamber, Manhc EA 1 15-Jar-2007
Surfaces
Provide/instal Protective Coatings to Chamber, - -
13 ov.asline:al Protective Goatings to Cha EA 1 15-Jan-2007
Manhole Concreta Interiors
ide/Install Protective Costlr + i| Met
14 Prqwce‘u.\stall trotective Coatings to all Metals EA ’ 53-Feb-2007
inside Chamber, Manhole
2 : st Chamber alal a0 meid =l
15 F\essg‘re Tuutpwwg4nwpur, Ma],hoie to 10 psig for Leak EA - 31-.an-2007
Containment, Excluding Lid
20 Providefinstall 8" Pratt Ball Vaive EA 1 4-Jan-2007
22 Frovide/install 8" Dresser Coupling EA 2 4-Jan-2007
24 Provide/install precast concrete support EA 2 S-Jan-2007

Pipe Insnection Report:

Interior condition of existing pipe is observed as follows: Tha pipe interior at station 77-50 had no siudge buildup cr cemrosion. The pipe

interior was cement lired & replaced with cement lined pipe

FPhatograph{s) Attached:

Report Preparad By: Brian Styek
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Pima County Wastewater Management

Roger Road WWTP Sludge Line Manhole Rehabilitation

Structure Rehabilitation/Quantity Report

oiructure Station/Type: 84+47 Combination Valve Manhola

Bid Quanity Data
ltam  Descripticn Unit  Instalisd Installed Notas/Comments
3 Pump Out Manhote, Discharge at Plant Headworks EA 1 13-Oct-2008
3 inspect immediate Pize In‘erior Conditicn EA 1 14-Nov-2008
Provida/Instali New Replacement Tee in Chamber - .
10 . ' : i 14-Nov-2008
Menhole, Either 8X8X8 or BX8X4 as specified EA 1 ey
F re Interiar C ~rete Cha V1
12 Res)mm Interiar Concrete Chamber, Manhole EA 1 20-Dec-2006
Suriaces
-ovide/Install Proteciive Coati o Chambe - ~
13 P’ ovide Inf; ail i IOII Cfve Coetings to Chamber, EA 1 57.Dec-2006
Manhole Congrets inferiors )
14 PFO\'lde/EnsLaH Pr\?tect?ve Coatings to all Metals [nsids EA 1 16-Feh2007
Chamber, Manhale
e Pressure Test Chamber, Manhole to 10 psig for Leax 1an2007
° | Containment, Exsivding Lid =A ! 31-Jan-2007
O ravia + [F-TH - o itk o Smle o
17 F\‘?moe/!ns‘all 4" 8i'nd Flange with Tap and Nipple all Ea 1 14-Nov-2006
858316
19 Provide/nstail 2" Apolio Ball Valve 833186 EA 1 14-Nov-2005
22 Provide/install 8" Dresser Coupling EA 1 14-Nov-2003
23 Provide/install Air Release Valve SS304 EA 1 14-Nov-2008
Previde/lnsiall Precast Concreta Pipe Supports with ’ : .
. ! ' / 1 5-Dec-2008
Curved Saddle, Submit Shop Drawings =A = "
Provide/install Traffic Bollards EA 4 2-Nov-2008

Pipe Inspection Report:

Intarior condition of existing pine is observed as follows: The pipe inferior at station 84+47 had no sludae buildup or corresion, The nbe

interior was cement lined and replaced with a cement lined iee. The existing flange face had -vst buildup and was cieaned with & wire

wheel See attached phictographs for interior nipe conditiors.

Photographis) Altached: _

Report Prepared By: Brian Stvck

Inspection Dat

g November 14, 2008
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Pima County Wastewater Management
Roger Road WWTP Siudge Line Manhole Rehabilitation
Structure Rehabilitation/Quantity Report

I Structure Station/Type: 83+96 Drain Chamber (Manhole)

Bid Quantity Dete
lterm Descrintion Unit  Ingtalled Instalied Notes/Comimeanis
5 Adjust, Fasten, and Repair Manhole Frama & Collar | EA 1 5-Sep-2006
8 Inspect Immediate Pipe Interior Condition EA 1 4-Dec-2006
=] r'l = (= ary Tea | Ty T = r
10 f roxl;de/lnﬁ?;ll Nev,J R\:plapclﬂuut Teein pbamoeh EA , 4-Dac-2005
Manhole, Either 8X8X8 or 8X8X4 as specified
) =y’ ~t - T ~atinos ‘o Al atale ai
4 Provide/install Pptect[ve Coatings to all Metals Inside EA ; 2 Mar2007
Chamber, Manho'2
21 Provide/Install 8" DeZurik Eccentric Plug Valve EA 1 4-Dec-2005
) ;.
22 Provice/install 8" Dresser Coupling EA 2 4-Dec-2008
4 Frovide/install Precast Concrete Pipe Supports with EA ; 1-Mar-2007

Curved Saddle. Submit Shop Drawings

.]ibe Ingpection Report:

The pine interior at staticn 83+95 Fad no sfudee buildun or corrosion, The pipe

Interior condiion of existing pine is obsarvad as follows:

interior was cement lined and replacad with a cement lined iee. The existing fance could not he salvaced bacause of extensive rust

Photograph(s) Attached:

Inspection Date; December 4, 2000

Repert Prepa-ad By: Brian Styck
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Pima County Wastewater Management
Roger Road WWTP Sludge Line Manhole Rehabilitation
Structure Rehabilitation/Quantity Report

@

ture Station/Type: 102400 Rodding Station Trip'ex

Including Pressure Test 10 psig Excluding Lid

2id Quantity Date
tem  Description Uni Installe: installed Notes/Cemments
5 Adjust, Fasten, and Rerair Manhole Frame & Coliar | EA 1 12-5ep-2006
8 Inspect tmmediate Pipe Interior Condition EA 3 18-8ep-2008
Provide/install Protective Coati to el Me side
14 o ! I Protective Coatings tz zll Matals Inside EA i 16-Mar2007
Chamber, Manhele
16 Provide/install New Chamber Door Covers EA 2 25-0¢i-2008
Dravide/nctall 89 Ri Zlance witt Tas 20 i - “
18 ;ro::ndﬂe,l,.bm.l 8" Biind Flange with Tap and Nlpple al! EA 5 13-Sap-2006
3831¢ §
19 Provide/lnstall 2" Apollo Ball Va've §5318 EA 2 18-5ep-2006
20 Provide/install 8" Pratt Ball Valve EA 1 5-Mar-2807
22 ~revidenstall 8" Dresser Coupling EA 1 8-Mar-2007
= Adall ! Nty ~rete Pir S 0 f -
24 ]\TO\Idd {.ﬁsta;l Pr‘ecqst‘ Concrete Fi;e Supports wiih EA : 15-M2r-2007
Curved Saddig, Subrrit Shep Drawings
Provide/Insiall Manhcle Collars and Markars ner
28 = - 13-3e0-2006
C ol WWM-212, WWM-224 A ! S¢ ’
. Provide/install New Bases for Existi uctures e
57 ases for Existing Structures, EA 2 14-58p-2006

Pine Inspection Repoit;

fntericr condition of existing o'pe is observad as foliows: Both Rodding Chambe

t station 102+00 had similar interior pipe conditiors,

Thers was major studae buiidup on tha pine interior whers the blind flanaes were removed

The sludge buidup on the Immediate inferior

of the pipe was chipped away. The existing flanqe face had minor corresion and miner rust buildup

ang replaced with cement linad pine

FPhotograph(s) Attached:

Repcit Prepared By: Brian Styck

nspaction Date: March 5, 20C7

[

Quest Civil Censtructars, Inc.

302712007
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Pima County Wastewater Management
Roger Road WWTP Sludge L.ine Manhole Rehabilitation
Structure Rehabilitation/Quantity Report

Structure Station/Type: 126+40 Combination Valve Manhoie

B3id Quaniity Date
tem  Description Unit  instalied installed Notes/Comments
3 Purip Out Manhole, Discharge at Plant Headworks EA 1 12-Oct-2
5 Adiust, Fasten, and repair Manhole Frame & Cover Ea 1 12-Sep-2008
3) Inspect Immedizate Pipe Interior Condition A i 9-Mov-2008
P-mvideling a jow = I iner: Tee in Che ar
o i \o\:de.h‘s\all Nk,\?r r\’epiacuma’m fze in Chamber, A P O Nov-2005
Manhale, ;‘* 1er SX8X8 or 8X6X4 as specified
=P N [RUE— ff
o l" tore Interior Concrete Chamber, Manhole £a ] B0-Tiac2007
Surfaces
- Frovide/Instzl) Protective Coatings to Chamber, - i - -
S ' g ambe EA 1 27-Dec-2007
i W.anhola Concrele Interiors
Provide/instal Protective Ceatings tc &ll Metals inside| _ [
14 instal tective Ccatings 1c all Metals inside EA ] 15.Fab2n0T

Chamber, Manhcle

Dragsure Test Of ] io 10 e [ ok
15 essure Test Chamber, Manhole to 10 psig for Leak 2h B 31 Jan-2007

. Conlzinment, Excluding Lid

- Frov finstai " Bl - 30 .f,' Tap = i g2 d . PRy
17 P w\m nstait 4" Blind Flange with Tap and Nipple all EA - 9-Nov-2008
50007
©9 Provide/Install 2" Apolio Ball Valve $3316 CA 1 8-Nov-2008
23 Provide/install Vent-O-Meat Air Release Valve 83304 | EA 1 §-Now-2008
22 Provide/Install 8" Dresser Coupling | EA 2 O-Nev-2006
I Crovide/inatal Pracest Goncrele Pine SuspoRs wi | .
24 Frovig Ln*:h recast Concrete Pipe Supperts with EA 1 8-Per-2008
Curved Qaddle, Submit Shon Drawing _ e

crovide/hsiall Manhaole Collars and Markers per
YVVIM-212, WAWWM-224

nepection Report:

Ihe pice

interior conditon of existing pipe is cbserved as foliows: The pipe inierior ar s'ation 125+40 Fad no siudge buillduye or corrs

_interior wes lined with 52-2000 and was repaced with an 8" x 47 SP-2000 fined Tee. Ses stiached nhotouranhs for interior pipe

Shotogrash(s) Aftachad: - —

4

__condiions + . it e

|1q*\r—‘idﬁ[ ate: Novemnber 9, '1005

Report Prepared By: Srian
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Fima Ccunty Wastewater Management

Roger Road WWTP Sludge Line Manhole Rehabilitation
Structure Rehabilitation/Quantity Report

.:ure Station/Type: 126+50 Clsan Out Chamber

=xsting

Sid Quantity Date
ltem  Description Unit  Installed Installed Notes/Commentis
7 Mincr Repair Stripped Bolt Door Fastenars EA 1 13-5ep-2008
3 inspect Immediate Pipe Interior Condition EA 1 21-Mar-2007
Provide/install Protective Coatings to all Metals N -
2 22 Mar-2007
M1 inside Charber, Mashole =4 ! 2-Mar-2007
20 Provide/instail 8" Pratt Ball Valva EA 1 21-Mar-2007
22 Providefinsial 8" Dresser Coupling EA 2 21-Mar-2007 )
Provide/instz 2ca < pe Supports wit! - -
04 rovide/Instali Pracast Concrate Pipe Supports with . 5 53.Mar-2007
(,Llrved Saddle, Submit Shop Drawings
Provide/tn New 1" 8z Tar lepace -
55 Provide/instail New 1" Outlet Sacdle Tap to Repia EA 1 D 1-Mar2007

. ‘insoec‘.ion Report;

‘niterior concition of existing pine is observed 3s follows: The pine in

~aror had no sludoe buildup or

ot s
A

[oSIOn,

The pipe infericr was cement

lined,

&

Photograph(s) Attached:

'w\

Styck

nspection Date: March
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Pima County Wastewater Management
Roger Road WWTP Sludge Line Manhole Rehabilitation
Structure Rehabilitation/Quantity Report

Structura Station/Type: 135+80 Combination Valve Manhole

Bid Quantity Cate
Kerm  Cescristion Unit  Instal’ed Instaliad Notes/Comments
3 Pump Out Manhale, Discharga ar Plant Headworks EA 1 12-Oct-2003
5 Adiust, Fasten, and Repair Manholae Frame & Collar | EA - 13-Sep-2005
1
) ingpect Immediate Pipe interior Condition { EA 1 | 9-Nov-2008
b
0 Provide/insiall New Replacement Tee in Chamber, EA ] 9-Nay-2006
{ . . , . E. - -2 UL
Manhole, Either 8X8X8& or 8X8X4 as specified
Restore Interior Concrete Chamber, Manhal ; -
12| e Eer Concrete Ghamber, Manhole EA 1 20-Dec-2006
Surfaces
13 Frovide/instzll Protective Coatings to Chamber, £ 1 57-Dec-2008 .
‘ Vianhole Concrete Interiors - o
. rravide/install Protective Coatings e all Metals Inside o ARAA
4 Chamber, Manho.a FA 1 25-Feb-2008
.5 Prassure Test Chamber, Manhoie to 10 psig for Lezk £ 1 - dam-2005
: - . _ . R t JT-uan-2u
cantainmeant, Excluding Lid
Provide/install 4" 2lind Flanges with Tap a lipple al P
17 c;q‘-"ﬂr* finsta lang n Tap and Nipple all =4 ’ & -Nov-2005!
D30
19 Frovidedinstall 2" Apolio Sall Valve 38315 EA 1 G-Mov-2006
22 Provide/Insiall 8" Drasser Coupling EA 2 9-Nov-200€
\ : —
23 Provide/install Air Reiezsa Valve 83 304 EA 1 9-Nov-2006
o4 Provide/install #recast Concrete Pine Suppons with £A 1 7. Dec-2006
- Curved Saddiz, Submit Shop Drawinas - - -
05 Frovide/Instal Manhsle Ceollars and Markers per £ . HOSen000E
WWI-212, WWI-224 o Coor
|
i
i
R L T
i !
\
]

ntericr condition of existing pipe is observed as Tollows: The pipe interior at statior 136+89 had no sludae builcup or corrosion The pipe

ror wes linad with EP-2000 and was replaged with an 8" x 4" 51

-2000 fined Tee.

15 for interior

phoioars

conditions

Photograph(s) Attacher:

Report Prapared By: Bran Styck
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Pima County Wastewater Management
Roger Road WWTP Sludge Line Manhole Rehabilitation
Structure Rehabilitation/Quantity Report

’,cture Station/Type: 137+00 Claan Out Chamber

Bid Quantity Date

item  Descripton Unit  Installed instalied Notes/Comments
8 Inspect Immediate Pipe nterior Condition EA 1 8-Dec-2008

Provide/Install Protective Coatings to all Metals

14 o EA 1 23-Fab-2007
ljsxde Chamber, Manhole

22 Frovide/install 8" Dresser Couniing EA Z 8-Dec-2008

~ Frovide/install Pracest Concrete Pipe Supports with EA o 8.Dec-2006

24 _— oo N . 2 S-Dec-2000
surved Ssadls, Submit Shop Drawings

Pipe Inspactian Repot:

intericr condition of existirg cipe is chserved as foliows: Tha pipe interor at station

e tels

_rterior was SP-2000 ined, See atachec pholographs for interdor pice cong

Photograph(s) Atached:

Report Prepared By: Bran Stvek ) Inspection Date: Dacember 8, 2
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Pima County Wastewater Mlanagement
Roger Road WWTP Sludge Line Manhole Rehabiiitation
Structure Rehabilitation/Quantity Report

dacture ion/Type: 186+20 Shut Off Valve Marhole
Bid Quantity Date
tem  Description Unit  Installed nsta‘led Notes/Comiments
8 Inspect Immediste Pipe Interior Condition EA 1 20-Mar-2007
“rovide/install tective Coatings (o all Metal
14 F i nstall Protec \ie Coatings to all Metals Ea 1 29 Mar-2007
Inside Chamber, Manhole
20 Providednstall 8" Pratt Ball Valve EA 1 20-Mar-2007
22 Frovide/instail 8" Drasser Coupling EA 2 20-Mar-2007
Provide/insiali Precast Concrete Pipe Supports with . »
24 Y A 23-Mar-200
Curved Saddlg, Submit Shop Drawings £ ! f
rovide/Install New Bases f r[ xisting Structures, - -
2 : 25-Sep-2008
! including Pressura Test 10 psig Excluding Lid A ! 5-Sep-2006

._IQS_“_BC_”Q,DB_&RT;
ar condition of existing pipe is observed as follows: Station 186+20 had no sludae buildup or corresion. The p

lined & reslaced with cement linzd pine.

“hotocraph(s) Alached: _ ~

nspection Dste: March 20, 2007

Report Preparad By: Brian Styck
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Pima County Wastewater Management
Roger Road WWTP Sfudge Line Manhole Rehabilitation
Structure Rehabilitation/Quantity Report

Struciure Staticn/Type: 188+12 Combination Valve Manhole

Bid Quantity Date
item Descrintion Unit  installed instalied Notes/Comments
[
3 2ump Out Manhele, Discharge at Plant Headworks EA 1 12-0¢t-2000
8 Inspect Immediate Pipe Interiaor Condition EA 1 28-Nov-2006
9 Provide/install New Rgp‘racemgnt Piping Iin Charmber, EA , 23-Nov-2006
Manhole to Closest Joint Outside Manhole
ide/irstall Ne ant Tae in Chambe
10 PTOV)OG/HE?d” N:w Replacemsnt Tee in L,,'.am_ r EA ] 28-Noy-2006
Manhole, Either 8XE8X8 or 8X8X4 zs specified
12 Res_tore interior Concrete Chamber, Manhole EA 1 20-Dac-2007
Surfaces
i/ -t - 4 et + b —
12 Provide/Instzil Protect ve Coatings te Chamber, = y 57 Dac.2007
Manhole Concrate Interiors
14 Prqvidgflnsta!l Protectvive Coatings o all Metals EA 1 59 Fen-2007
Inside Chamber, Manhole
= Pressure Test Chamber, Manhols to 10 psig for Leak| - Ah Ve A
1 . - T B E 1 1-4an-200
> Containment, Excluding Lid A et
Provide/Install 4" Rii ; ith Tao and Ni
17 | Provide/Install 4" 8iind Flange with Tap and Nipple all EA | 28-Noy-2)08
| 58318
22 Provide/install 8" Dresser Couplings EA Z 28-MNow-2006
19 Provide/Insiall 2" Apolio Ball Valve 88316 EA 1 f 28-New-200€
23 Provide/Install Air Release Valve $S3304 EA 1 28-Nov-2006
Provide/install Frecast Concresa Pipe Supports with | - o R P
2 o . : EA 1 28-Nov-20056
' 4 Curved Saddle. Suomit Skop Drawings o
| S
|
|

Pipe Inscection Report

interor condition of existing pipe is observad as fallows: _ The pipa interior at station 183+12 had no siudge buildup or corrosion. The pipe

leintwas

anholz to tha nearsst

interior wes cemant lined and replazed with_an SP-2000 lined tea. The piping raolaced culside tha

cement lined and “epiaced with cement lined nipe. See a‘tached pholographs for interior pipe conditions.
A !

Pholograph(s) Atlached: ,

Raport Preparad By Brian Stvck o inspestion Date: November 28, 2008
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Pima County Wastewater Management
Roger Road WWTP Sludge Line Manhole Rehahbilitation
Structure Rehabilitation/Quantity Report

.u:ture Station/Type: 206+00 Drain Chamber

Bid Quantity Datz
tem  Description Unit  Instal'ed installed Notes/Comments
5 Adjust, Fastan, and Repair Manhole Frame & Collar | RA g 13-Sen-2006
8 Inspect Immediate Pipe Intericr Condition EA 1 5-Dec-2008
Provider/Install New Replacement Tee in Chamber .
10 . - e ' - g-D2c-2006
Manhcle, Either 8X8XS or 8¥%8X4 as specified EA !
Provide/Install =ctive Ceatings to ail Meta . e
14 Frovi 5 i:! Protective Coatings to ail Metals EA ’ GMar-2007
Inside Chamber, Manhaole
21 Provideiinstall 8" DeZurik Eccentric Plug Valve EAL , 1 8-Dec-200€
22 Pravide/instail 8" Dresser Coupling EA 2 6-Dec-2008 |
Provige/instail Prezast Concrate Pipe Supports with . s
Zd e ) ! k = 1-Mar-2007
Curved Saddie, Sutmit Shop Drawings A ! '
wid el et e . ~rlearc .
o8 Provide/lnsiall Manhole Collars and Markers per EA y 13-3ep-2006

VWWM-212, WWIM-224

Pipe Inspection Report:

Intericr condition of existing pipe is ohserved as folows: The pipe interior at station 206+00 had ro siudgs bulldup or corrosion. The pipe

interior was cement lined and replaced with a cement lined fee. The existing flange face could not be salvaged because of extensive

rust buildup and cerresion. See attached photographs for interior pize conditions.

Fhotograph(s) Attached:

Report Prepared By: Brian Styck Inspection Gate: December 8, 2006
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Pima County Wastewater Management
Roger Road WWTP Sludge Line Manhole Rehabilifation
Structure Rehabilitation/Quantity Report

structure Station/Type: 206+90 Rodding Station Triplex

Bid Quantity Deta
ftem Description Unit  Irstalisd Installed Neotzs/Comments
5 Adjust, Fasten, and Repair Manho'z Frame & Collar | EA 1 13-Sep-2006
8 irspect immeadiate Pipe Interior Cendition EA 2 13-Mar-2007
Provide/lnstall Protective Coatings ‘o all Metals Inside | _ . -
14 e N EA 1 16-Mar-2007
Chamber, Manholz o
15 Provide/install Naw Chamber Deoor Govers EA 2 25-0ct-2006
revide/Install 8" Blind Flange with Tap al inple 2 R,
13 Ff,ﬂoﬂvl‘c: fnstall 8" Blind Flange with Tap and Nipple all A 5 19-8e0-2006
553158
19 Provide/install 2" Apcila Bali Valve 85378 EA 2 18-Sep-2006
20 Frovide/Install 8" Pratt Ball Valva EA 1 13-Mar-2007
22 Provide/install 8 Drassar Coupling EA 1 13-Mar-2307
Dravide!  Pracs et o A e Tt
24 ; rowuucl\nstal‘ P;_\E‘L,ESF Q\omreﬁte P,lpe Supporis with EA 1 14 War-2007
Curved Saddle, Submit Shop Drawings .
Frovide/install Manhale Collars and Markers par A
25 r - EA 1 19-Sep-20006
=2 1 vwWM-212, WWIM-224 ’ P
Providg/Install New Basas Tor Existing Structures - -
27 A, A CHBUNG SHUCIUTES, £A 2 14-Sep-2006
Including Pressurs Test 10 psig Exchiding Lid
08 Provide/install Traffic Bollards EA 11 22-5ep-2006

Pipa inspection Report:

Interior congition of existing pipe is observed as follows: Both Redding Chambers st sistion 206-+80 had simiiar ints

vas chipped away, The

or pips conditions,

- rust buildup.

existing fiznce face had minor corrasion and m

Pholograph(s) Attached: _

"‘pm Prapared By: Brian Stvek o » ‘nspection Date; Margh 13, 2007
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Pima County Wastewater Management
Roger Road WWTP Sludge Line Manhole Rehabilitation
Structure Rehabilitation/Quantity Report

.:ture Station/Type: 232+70 Valve Station Simplex

Bid Quantity Date
ltem  Description Unit  instaled Installed Notes/Cemments
8 inspect immediate Pipe Interior Condition EA 1 7-Nov-2006
i Provide/nstall New Spool Piece EA 1 7-Nov-20008
22 Provide/lnstall 8" Dresser Coupling EA 2 7-Nov-2006
emove and Eliminate Existing Ch , Cover a
59 S;’r;c:j: nd Eliminate Existing Chamber, Cover and EA 1 B-NOV-2008

Pipe inspection Revort:

nterior condition of existing pipe is observed as follows: The pipe interior at station 232+70 was In excellent condition. Thers was no sludge

‘hotograph(s) Attached:

‘eport Prepared By Brian Stvck fnzpection Date: November 6, 2008




Station 232+70

The pipe interior at station 232+70 had no sludge buildup or corrosion. The pipe
interior was cement Hned and replaced with a cement lined spool. See attached
photographs for interfor pipe conditions.
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Pima County Wastewater Management
Roger Road WWTP Sludge Line Manhole Rehabilitation
Structure Rehabilitation/Quantity Report

.Jcture Station/Type: 233+00 Shut Off Valve Manhole

Bid Quantity Date
ltem  Description Unit  Instaled Installed Notes/Comiments
5 Adjust, Fasten, & Reoair Manhols Frame & Collar EA 1 13-8ep-2006
8 Inspectimmediate Pipa Interior Condition EA 1 14-far-2C07
vide/insial tective Coatings ic ats -
44 Providel/install Protective Coatings to all Meatals EA ’ 555 2r-2007
Ins.de Chamber, Manhole
20 Frovide/Install 8" Pratt Ball Valve EA 1 14-Mar-2007
22 Provide/lnstail 8" Dresser Coupiing EA 1 14-Mar-2007
Previde/insiall Precast Concrete Pips Supports with | . -
£ o : ‘ - 1 23-Mar-2007
24 Curved Saddle. Submit Shoo Drawings EA
Provide/Install Manho's Collars and Markers per - AR
3 = A 1 G-Sen-2008
2 | w212, WWi-224 ! 0
Sravics et sl Navs R 3 Tiating Li oy
7 i io:vlgw.,s.all N\,\/”Euses ’ror_bil‘smg VSU'UC}U.\,S, A ’ 75-Qep-2006
Inciuding Pressure Test 10 psig Excluding Lid

Pipe Inspection Report:

nterior condition of existing pipe is observed as follows: The pipe intenar at station 233+00 had no sludae bulidup of corresion. The pina

‘hotogranh(s) Attached:

eport Frepared By; Brian Styck

soection Dets: March 14, 2007
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Pima County Wastewater Management

Roger Road WWTP Sludge Line Manhole Rehabilitation

Structure Rehabilitation/Quantity Report

Structure Station/Type: 251+48

Combinzation Valve Manhole

Bid Quanity Dzte

fem Description Unit  Instalied Instalec Notzs/Comments
; : . - L A

3 Pump Out Manhole, Discharge at Plant Headwor<s EA 1 12-Oct-2006

5 Adiust, Faslen, ard Repalr Manhole Frame & Coliar | EA 1 [ 1-Sep-2004

8 Inspect immedizte Pipa Interior Condition EA 1 8-Now-2006
Provide! i R SnEmn Teain Chamb

10 ro ld:_‘lnS-TBH NG\A'/ l\eplc.t,eme./ﬂ( feen ({amter. EA 1 B-Ney-2005
P\ﬁ.@nhoie‘ Either 8X8X3 or 8X8X4 55 spacified
Dostora Inter crate Chambar

12 1 F:,s’\c)xu Interior Carcrete Chamber, Manhole £a ’ 59-Dec.2007

. surfacas
' Provide/insiall Protective Coatin “hamber _ , ryn ;

13 rovidednstal Protsciive Goarings to Gharmber, EA t 4| 27Dec200]
Wanhole Concrete Interiors
Frovide/install Frotective Coatings to all Metals Inside| - . i

14 0 ef ns‘ all #rotective Coatings to all Metals Inside EA 1 15-Feh-2007

5 Chamber. Manhole
. Pressure Test Chamber, Manhoia ‘0 10 psig for Leak | - ; v

15 | Dressure lest Chamber, Manhoiz o 10 psig for —eak | ., i 31-Jan-2007
Containment, Excluding Lid o

17 Px’(‘,\.’j(i@/iﬂstaﬂ 4" Blind Flange with Tap and Nipple all p , ANOV-2006
S8316

16 Provide/instalt 2" Apolio Ball Valve 88318 FA 1 8-Nowv-200€

22 Frovide/install 8" Dresser Coupling EA 1 8-Nov-2306

. . - I — A

23 Frovice/install Alr Release Valve 88 304 EA 1 8-Nov-2006G
Previdalireiall Prasset (Samarois Dima Arte with -

4 tﬁzcwhe/!‘r“sm’alii F ‘wast_ \,‘om,ru‘.‘a F’r‘pe Supports with | . 5.Dec2005
Curved Saddiz, Submit Shep Drawings B
Providelinsal Manhele Collars and Markers pe ) A e AAAS

5 anh m; al I}a ‘hr Collars and WMarkers per en . 19-8ep-2005
WWM-212, WWIV-224

| s
|

Pipe Inspacticn Repor:

Intzrior condition of exsting pipe s observed as follows: The pine interior af stajon 251+486 had no stud

3;
1)
3,
[}
b3
2t}
[22)
[}
[0}
T
3
=
=
jlad]
it_l
{1
=
10,
=
o}
=
st}
el
a1]
(&8
-
=,

:uildun er corrasiogn,

The pipe

See zttached photographs for inferier pipa conditions.

Photograph(s) Attached: __

Report Prepared By: Brian Stvek

Inapection Date: Novembar 8. 2006




1




Station 251446




Station 251+46




Station 251+46

AMATE S

; wie B e e s )




Top st op B e . AI._HI'f "[,Mw.‘.’lf}-l - .[fJ‘
NC\NT}Q e A REILE w
v —
g o eaoaddy (o A
e |
OFULLT .8 FUnNSIN— . ./[linmmm g prey) sdepy
\ m,c‘H.Eo: N Surpdnoyy poBueyg
~ adId 1¢7 & Bumsixg / Pier) oo, // LTT O1A18 1ass01(T
\ /, FCL b X, 8- 7 //
p /‘] ‘\\. //
/ JT J/ TTh
LR 5 Fa u'..w Hhmluwmt —
a I iy
[ psel [
g1k £ 1H ‘
L | e e R
4 ajoquLA §
5 T, e s s
Gruonp i
AAJEA [[ug D:2 Vie—" z,l.r/@ //
e (LT Rn preD 01685
A =y 11V opddin 29 dey/m
. STEUTLT puIel , b -1 C7
(€T wmf prey) / @ . m v
JA[RA 38RO10Y \ \ i Q
Wy LY+78
POPBAILT, 7 \ /
/ SE+LL
‘ 0
Q °F [#+09
SOOI
@ w 1 Q “.M w‘ ”W«M
L |
- S S
 Z 4 c i —

-

s







Pima County Wastewater Management
Roger Road WWTP Sludge Line Manhole Rehabilitation
Structure Rehabilitation/Quantity Report

.ucture Station/Type: 257+50 Rodding Station Triplex

Bid Quantity Data
ltem  Dascription Unit  Installed Irstailed Notes/Comments
\
15 Adiust. Fasten, and Repair Manhcie Frame & Collar | EA 1 13hSep72C)06i
8 Inspect immediate Pipe Interior Condition EA 2 18-Sep-2006
Frovide/install Protactive Coatings to all Metals _ -
14 L X e ) E 22-Mar-2007
- inside Chamber, Manhole A ! ) k
16 Provide/install New Chamber Docr Covers EA ? 26-0ct-2006
Provide/install 8" Blind Flange with Tap a ipple al .
18 Provide i fange with Tap and Nipple all CA 5 19-Sep-2008] |
55318 . .
19 Provide/install 2" Apollo Ball Valve SS316 EA 2 18-Sep-2008
20 Provide/Install 8" Pratt Ball Valve EA 1 19-Mar-2007
22 Frovide/install 8" Dresser Coupling EA 1 19-Mar-2007
Provideiinsiall Precast Concratz Pipe Supports with -
24 (= el Frecast Lo De SUPPOIS WL g g 1 23-Mar-2007
Curved Szdd'e, Submit Shop Drawings
rovide/lnstal Manhole Collars farkers per - -
56 'P owdcn«hst ! “\/!anfnnle Collars and Markers pei FA ’ 10.8ep-2006
WWIM-212, WWiM-224 '
27 Provide/install New Beses for Existing Structures EA 2 14-Sep-2006

Pip= Insvection Report:

Imterior condition of existing nipe is chserved as follows: Both Rodding Charsbars at station 25750 had similzr interior nine conditions,

_existing flanae face had minor comresion and mild rust buiidup.

“hotograph{s) Aftached,

Report Prepared By: Brian Stvex irspection Date: March 12, 2007

.




wlia

T LA ALk ﬁa{—:ﬁ

SC TR IR SN



PN R

B J”u.r‘ ..MW.




o

s

)

Sy
Sy neset

i
Sk

st







Station 257450

e

X




Station 257450

hambe

goit T




Station 257450

o e Bk . ' Al sk e

B




T site ] m Con] Ty

LIARHRENEY _ Tl g

Y STNAINTA

e

>,

" -
\ (nz //

= ONY prgy - . ., = .
Tu;; Y M..:"\Mn_%ﬂm \\\\ 1531 H WID / \\\I‘FM: RS W_.f..m/.,,w Cﬁqﬁ:mw& mw:pmu,,fnw
R T DABA

Ad ¥ O

mﬁ%— :CK_MM X :w

_ N, (1LD) poodg
:

odid 1]
W8 Bunsyeg

N




Tab
21



Pima County Wastewater Management
Roger Road WWTP Sludge Line Manhole Rehabilitation
Structure Rehahilitation/Quantity Report

Structue Station/Tyne: 265+00 Emergency Discharge Chamber

Bid Quantity Dale
em  Dascription Unit  Insta’led Instaled Notes/Comments
3 Pump Out Manhole, Discharge at Plant Headworks EA 1 12-0¢t-20086
] Adjust, Fasten, and Repair Manhole Frame & Cellar | EA kK 1-Sep-20085
8 inspect tmms Condition EA 1 28-Feb-2007
. Providesinstall New R ga b . -
(0 ta w Replacemeant Tes in Chamber EA y 2B-FEh-2007
Marhaoie, Either 8X8X8 or 8X8X4 as speciied
; ~r Fambar. Manho
12 Restars mferln Concrete Chambar, Manhole EA i 5 Fen-2007
Surfaces
rovide/lnstall Protectiv at { =4 ; ) - A t
13 de/lnstaill Protective Coatings ta Chamber, A ] 5 Feh-2007
Manhole Congrets interiors I
Provide/nstail Protective Coatings 1o ali Metza!s ‘ - pg
” Prov nstsil Frotective Coatings 1o all Metals EA 4 2 Waro00T
Inside Chamber, Manhole
Pressure Test Champer, Manthoiz o or Leak] - - P
5 Piessure Test Chambe M. ahoie to 10 psig for Leak EA 1 59 Kar2007
Ceontainment, Excluding Lid
20 Provide/Instzii 3" Pratt Bail Val EA 1 28-Fab-2007
21 Provide/Instell 8" DaZurik Eccentric Plug Valve EA 1 28-Fab-2007
22 Provide/inetall 8" Dressar Coupling EA 3 28-Feb-2007
Providellnstall Precss rene Pir cports wit - = A7
o4 chu;a/hstq“] Preczst Conerete Pipe Supports with A ’ £ aro007
Curved Saddle, Submit Shon Drawirgs
a lF»'vaidej/Sns*.s; I ;jﬂ.ﬁTl'— Collars and Markers per Ea 1 16.500-0006
WWIA-27 2, WWIA-224 '
i

n Repert:

TEEADD Rac

'nteriar condition of existing pipe is obsarved as faliowa:

interior was cement lired & replaced with a cament lined pine.

Photograph{s) Attached: o

28

Report Prepared By Brian Stygk ] Inspection Data: February 25, 2007
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Pima County Wastewater Managemeant
Roger Road WWTP Sludge Line Manhole Rehabilitation
Structure Rehabilitation/Quantity Report

~

Strucire Station/Type: 272+08 Combination Valve Manhole

Hid Cuartity Date
ftem  Dascription Unit  nstalied installed Notes/Comments
T
b - \ H — -
3 ump Out Manhole, Discharge at Zlant Headworks EA 0 NA (No Fluid Found
b Agjust, Faslen, and Repair Manhole Frame & Colia EA 1 1-5ep-2008
3 Minor Repair to Extariar Manhele Concree Structure | EA 1 1-Sep-2008
8 thspect Immadiate Pipe [nterior Condition Ea 1 ! B-Nov-2005
9 Provide/Install New Replacement Tee in Chamber, EA ] Ne 08
- n - = 8- -2008
Manhole, Tither BX8X8 or 8X8X4 as pe"‘ﬂcd i soey '
12 Restore Interior Concrate Chamber, Manhole A ’ \
o Surfaces -
Provide/install Protective Coatings to Chamber, EA “ 27 -Dec "‘Cr“]
. mt H ~LEC-L UL
Wanhole Caoncrete Interiors il o
[P ciol bbb stele Dol )
. Previde/install Frotective Coatings © all Metsls [nside| - B
4 i A R ‘ EA 1 15-Feb-2007
Chamber, Manhols ]
_ “hamber. Manholz =5k
5 amier, Manhola to 10 psig for Leak ea y 2110007

ding

N

D o - " H o) o it T D N T
17 Pravide/nstall 4" Blind Flange with Tap and Nipple all cA i BeNe-2008
55316 =, : =20

19 Frovidedinstzll 2" Apollo Ball Valve S8316 EA 1 8-Noy-2606
22 Frovide/install 8" Dresser Coupling A 2 8-Nov-2006
23 Pre nstal EA 1 §-Nov-2006

5 Provide/Ing
Curved S

2 [nspection Repert:

2 interior at station 272+22 had ne sly

reondition of exsting pipe is observed as foflows: T

[ pine oonditions

ched shotographs Tor inte

iorwiag cemaent lired and replaced with a gameant ned (2e, See

Photograph(s) Attached:

8 2005

eport Frepared By: Brian Stvek
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Pima County Wastewater Management
Roger Road WWTP Siudge Line Manhole Rehahilitation
Structure Rehabilitation/Quantity Report

dcture Statond/Type: 275+00 Emergzancy Discharge Chamber

Bid Queantity Datz
Hem  Dsscription Unit  Instalied installed Notes/Comiments
3 Pump Out Manhoeles, Discharge at Plant Headworks EA 1 12-0c-2008
3 Inzpect immediste Pipe Intarior Condition EA i 28-Feb-2007
Frovideddnstall New Replacement Teg in Chamber, -
10 1 28-Feb-2007
J NManhole, Eithar 8X8Xa8 or 8X8X4 as specified EA - N
0 Restora interfor Concrete Chambear, Manhole ea ’ 26-Fan-2007
Suriaces
Frovide/ingtall Profective Coatings o Chamb wl
15 ero\ndu.lns,\ tt Protectw. Coatings to Chamber, = 1 1 -Mar-2907
Manhole Concrets Interiors !
rovide/install Protective Coatings to all Metals Inside - e
14 Provide/install Protactive Coatings to all Metals Insid EA y Mar-2007
Chamber, Manhole
- Fressure Test Chamber, Manhco e to 10 psig for Lezk A
1 . ST A ! 22-Mar-2007
N Contalnment, Excluding Lid E -
20 Frovide/lnstall 8" Prait Ball Valve EA 1 23-Feb-20C7
21 rovide/Install 8" DeZurik Eccentriz Plug Valve EA 1 28-Feb-2007
22 Frovide/install 8" Dresser Coupling EA 2 28-Feb-2007
Provide/install Pracast Concrete Pips Supports with -
24 EA 1 5-Mar-2007
) Cuived Saddie, Submit Shop Drawings | /

Interior condition of existing pipe is obsarved as follows: The nipg interior 5t station 275+00 nad no siudae buildup or corrosion.

The pine

_interior was cement linsd and replaced with a cementlined tze

Phctographis) Altached: .

ruary 28, 2007

P@dt Preparad By Brlan Stycx Inspaction Ds
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Pima County Wastewater Management
Roger Road WWTP Sludge Line Manhole Rehabilitation
Structure Rehabilitation/Quantity Report

ucture Station/Type: 278+55 Drain Chamber

Bid Quantity Date
ftemy  Descrintion Unit  Ins‘alled nstelled Notas/Commants
5 frispect Immediate Pipe Interior Conditicn EA 1 7-Dec-2005
i Provide/install New Replacement Tee in Chambar . PP
1p | ovisernstalNew Repiacemert Tee in Chamoer, | ., 1 7-Dec-2008
i _Manhole, Either 8X8X8 or 8X8X4 as specifiad
> Previde/Install Proteciive Coatings to all Metals EA 1
| . . N " i~
nside Chamber, Manhale
21 Frovida/Install 8" DeZurik Eccentric Plug Valve EA 1 7-Lec-2000
22 Provica/install 8" Dresser Coupling EA 2 7-Dec-2006
A Provide/install Pracast Concrete Pine Supporis witt R
24 dedl 2 E} F(zgnc e Plive Supporis with | - " 1 ar2007
Curved Saddle, Submit Shop Drawings ,
. Provide/Install Mankele Collars and Markers per ) [ e mmmn
28 r " ‘ EA 1 [ 15-Bep-2008
WWM-212, WWM-224 ,
!

2e Inspection Report:

3
i
1
on
R
=1
2
s
28
[
lw]
LY
[\8)
o
e
=
i&]
s}
=
(o]
L]
bt}
3
'L)
s}

ol

Interior conditon of existing pipe is cbserved as follows: The pine interior at siation 278+

N

N, The pipa

interior was cement lined and replacad with a cement fined tee. See stiached photoaraphs for interior pipe condi*ons,

Inspection Date: Dacember 7, 2006
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