
 

 
 
 
 
 
 
 PIMA COUNTY 
 PROCUREMENT DEPARTMENT 
 DESIGN AND CONSTRUCTION DIVISION 
 130 W. CONGRESS STREET, 3rd FLOOR.  TUCSON, AZ. 85701 
 PHONE:  (520) 740-3731         FAX:  (520) 243-4434 

 
 
November 14, 2013 
 
 ADDENDUM NO. 04 
 
 
PROJECT: IFB 104850 – PANTANO INTERCEPTOR: HARRISON ROAD – MILMAR TO 

ESCALANTE PROJECT No. 3HME02 
 
TO ALL CONTRACTORS: 
 
Be advised of the additions, clarifications and/or changes to the above-referenced Invitation for Bid as 
stated in the following Addendum.  
 

1.  Since the issuance of Addendum No.3 the County has received additional questions and 
requests for clarifications regarding this project.  Attached is the list of questions/clarifications and 
the County’s response (1 page attached). 

2. Please note that the deadline for submitting questions for this project has now passed. 

 
This addendum is a total of 2 pages (including attachment). 
 
Any questions regarding this addendum should be directed to Jerome.rizzo@pima.gov or by fax to 520-724-
4434. 
 
Bidders must acknowledge receipt of this addendum on the bid form provided in the Bid Documents.  
Failure to do so may render the bid non-responsive. 
 
 
 
 
 
Jerome Rizzo, C.P.M.  
Contracts Officer 
 
 
Attachment: 

 Pantano Interceptor – IFB 104850 – Addendum No. 4 Q&A 
 



 

    

Pantano Interceptor – IFB 104850 – Addendum No. 4 Q&A 

 

1. If more right‐of‐way is required to construct the project, will the contractor be required to replace the 
landscaping or native plants in the additional disturbed area?  If so, how will this be paid? 

Any additional work requested will be per Section 109‐5 in the 2003 Pima County/COT Specifications for Public 
Improvements.  
 

2. It calls out for Jersey barrier plus energy dissipaters on the flow management plans.  Will these items be paid for 
under bid item 23, Allowance for Traffic Control? 

Yes, the Jersey Barriers and Energy Dissipaters for the FMP are to be included with the Traffic Control work.”  “See 
note 3 on Sheet 10 of 18.” 
 

3. Does item 9300006 include just the field application of the polyurethane or does the polyurethane need to be 
priced separate from the steel pipe with the steel pipe priced bare? 

With the flanged ends on the steel pipe there will be not field work needed for the polyurethane. 
 
To clarify the Q&A from Addendum #2 (Q&A #16) and Addendum #3 (Q&A #3), the following is provided: 
 
The cost for the bare 18‐inch ANSI/AWWA C207‐07: C200 18” diameter steel pipe (Fy=42,000 psi) with 0.375‐inch 
wall thickness, steel pipe in 40‐foot lengths specified in Alt. #1 and Alt. #2 will be Item #5019018.  This should be 
the same for Alt. #1 and Alt. #2.”    
The coating (exterior) and lining (interior) systems as well as fittings for each of the alternates (Alt. #1 and Alt. #2) 
will be different.” 
 
Alt. #1: 
The cost for Line #20, Item No. 9300006 includes: 
1. Flanges:    ASTM A36/ASTM A516, Gr 60, 65 or 70 Class “D” steel flange 

2. Bolts:         16‐A307Gr B 1‐1/8”diameter X 3.5”length bolts per flange with  

ASTM A563 –Gr A Heavy Hex Nuts 

3. Gaskets:    18” Rubber – Class ‘FF’ 1/16 or 1/8” rated for 150 psi min. 

4. Lining:       AWWA C222 (t=60 mils) Polyurethane (LifeLast Durashield 210) or equal 

5. Coatings:   AWWA C222 (t=30 mils) Polyurethane (LifeLast Durashield 210)or equal 

6. Field 

       Joints:            AWWA C222 Polyurethane Repair (LifeLast DuraShield 310 Jars) or equal 

and AWWA C216 Heat Shrinkable, Cross linked Polyolefin Coatings 

NOTE: This item shall include all costs for labor, equipment & materials for the fittings and coatings applied to the 
steel pipe and the system installed complete and in place, including all flanges bolted together, all pipe assembled 
and installed in place and all joint repair coatings applied. 

Alt. #2: 

The cost for Line #20A, Item No. 9300007 includes: 
1. Exterior Polyethylene Coating per AWWA C214a‐10 
2. CIPP Interior Lining   
 
NOTE: This item shall include all costs for labor, equipment & materials for the fittings and coatings applied to the 
steel pipe and the system installed complete and in place, including all pipe sections field welded together, all 
pipe assembled and installed in place and all joint repair and exterior polyethylene coatings applied and CIPP 
lining installed.  


